SECTION 26 56 00
EXTERIOR LIGHTING

PART 1 - GENERAL

1.1 SECTION INCLUDES

A. Exterior luminaires and accessories.

1.2 SUBMITTALS

A. Submit under provisions of applicable section of Division 01 – General Requirements.

B. Product Data: Indicate dimensions, components, ratings, and performance data for each luminaire.

1.3 OPERATION AND MAINTENANCE DATA

A. Submit under provisions of applicable section of Division 01 – General Requirements.

B. Maintenance Data: Include instructions for maintaining luminaires and corrected copies of submittals.

1.4 QUALITY ASSURANCE

A. Furnish products listed and classified by Underwriters Laboratories, Inc. as suitable for purpose specified and shown.

1.5 DELIVERY, STORAGE, AND HANDLING

A. Deliver, store, protect, and handle products to site under provisions of Section 01600.

B. Store and handle solid wood poles in accordance with ANSI O5.1.

1.6 EXTRA MATERIALS

A. Furnish under provisions of applicable section of Division 01 – General Requirements.

B. Provide 2 spare lamps of each type and wattage installed.

PART 2 - PRODUCTS

2.1 LUMINAIRES

A. Furnish products as specified on Drawings.

B. Substitutions: Under provisions of applicable section of Division 01 – General Requirements.

2.2 LAMPS

A. Manufacturers:

1. General Electric.

2. Osram.

3. Philips.

4. Sylvania.

5. Venture.

6. Substitutions: Under provisions of applicable section of Division 01 – General Requirements.

B. Provide lamp type specified for luminaire.

PART 3 - EXECUTION

3.1 INSTALLATION

A. Install in accordance with manufacturers' instructions.

B. Install lighting poles at locations indicated.

C. Install poles plumb. Provide double nuts to adjust plumb. Grout around each base.

D. Install lamps in each luminaire.

E. Bond luminaires, metal accessories, and metal poles  to branch circuit equipment-grounding conductor. Provide supplementary grounding electrode at each pole.

3.2 ADJUSTING

A. Adjust work under provisions of applicable section of Division 01 – General Requirements.

B. Aim and adjust luminaires to provide illumination levels and distribution as directed.

3.3 CLEANING

A. Clean work under provisions of applicable section of Division 01 – General Requirements.

B. Clean electrical parts to remove conductive and deleterious materials.

C. Remove dirt and debris from enclosure.

D. Clean photometric control surfaces as recommended by manufacturer.

E. Clean finishes and touch up damage.
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